Abstract: -The integral formalism has been developped in an attempt to predict the mathematical transition threshold from laminar to turbulent regimes in a free convection boundary-layer flow adjacent to an isothermal vertical wall and also to gain a better understanding in the prediction of the turbulence mechanism. The transition threshold is approached herein as the intersection of the two fully developped laminar and turbulent flow regimes. As earlier shown for the uniform heat flux condition, the transition for the isothermal wall condition is also Prandtl number dependent and occurs differently depending on whether the dynamical or thermal viewpoints are considered. A change in the transition threshold behaviour is observed at Pr = 20.
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Introduction
δ to that of the dynamical one Natural convection along flat plates finds many applications in areas such as electronic equipment or climate control within building interiors. The purpose of this note is to enhance the discussion on laminar to turbulent transition threshold in boundary-layer free convection on an isothermal vertical plate. The theoretical approach used in this paper is similar to that recently proposed by Varga et al. [1] in the uniformly heated vertical plate case and successfully extended to Newtonian nanofluids [2] [3] . Identically to recent works [4] and for lack of physical criterion to define the transitional region, the transition threshold is regarded from a mathematical viewpoint as the point of intersection of both laminar and turbulent free convection regimes. Because little information is available in literature concerning the effect of the Prandtl number on the transition characteristics, a fully developed turbulent model is derived for a wide Prandtl number range and compared to that of the laminar case proposed and developped in details in [5] . To formulate the mathematical modeling foundation and contrary to Eckert's theory commonly adopted in literature [6] [7] the integral formalism is derived here from the assumption that distinctive scaling lengths are considered for the dynamical and thermal boundary layer thicknesses and that the ratio δ is only Prandtl number dependent [8] and not flow regime dependent. This concept, initially adopted in the laminar regime for both constant wall temperature [5] and constant wall heat flux density [9] [10] thermal boundary conditions has been recently extended to the turbulent regime for a uniform heat flux condition [1] . Validations and deduced predictions for both laminar and turbulent regimes were shown to agree fairly with available experimental and numerical results in literature.
Turbulent Free Convection Regime
The physical system consists of a vertical heated wall of constant temperature (isothermal). Heat is transferred at the wall surface by free convection mechanisms only. Assuming the Boussinesq's approximation and that the fully turbulent region starts from the leading edge of the plate, the timeaveraged boundary layer equations for the conservation of mass, momentum and energy taking into account the turbulent eddy diffusivity of momentum and heat are written as:
In the set of turbulent boundary-layer equations (1) - (3) the empirical shearing stress relation and heat flux across the thermal boundary layer with the Colburn analogy [6] can be introduced as:
where is the wall temperature gradient assumed to be constant. Choosing the same velocity and temperature profiles as those first proposed by Eckert and Jackson [11] , and commonly used since then, integrating the momentum and energy equations with respect to the condition [5] gives, after calculations, the following dynamical and thermal solutions of the turbulent free convection problem in terms of the dimensionless boundary layer thickness Nu Ra 
Corresponding numerical values of Δ and Δ Π are reported in Table 1 .
Laminar Free Convection Regime
The reasoning associated with such an integral approach in the laminar case has been previously presented in details in [5] . Therefore, for the sake of brevity, only the solutions for the boundary layer thickness and the local Nusselt number are presented here as:
18144
⎥
Laminar to turbulence transition threshold
Contrary to many analyses in literature where only heat transfer characteristics are interested, the present study aims at focusing both on dynamical and on thermal events in the transitional region. Therefore, Fig.1 shows the variation of both the Nusselt number and the velocity layer thickness against the Rayleigh number Ra x . From Fig.1 Table 1 is . Even if the comparison is satisfactory one has to precise that the literature is much contrasted and important discrepancies exist on this subject. 
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To access a full analysis, the corresponding theoretical transition thresholds are reported in Fig.2 , and in Table 1 as well, for a wide Prandtl number range. The equations of the best fit curves giving simple useful correlations have also been reported in Fig.2 . This theoretical analysis shows that there appears to have similarities in the mechanisms of transition from laminar to turbulent free convection flows between those occurring for isothermal walls and those producing a constant rate of heat transfer. In the present study, Pr seems to be a singular value below which the thermal transition threshold lags behind that of the dynamical one. Similar comments were made in [1] for the uniform heat flux case but the singular value was found to be 20 = Pr 100 = .
Conclusion
In the way to give any advance towards an understanding of the process whereby turbulence arises and to enhance the discussion on the transition threshold knowledge the results of a theoretical investigation of the transition threshold in a free convection boundary-layer flow have been reported. As previously shown for the uniform heat flux condition, the transition for the isothermal wall condition is also Prandtl number dependent and occurs differently depending on whether the dynamical or thermal viewpoints are interested. A change in the transition threshold behaviour is observed at Pr 20 = . Authors feel that this analysis and deduced correlations are a simple way to define the transition threshold and offers an engineering applicability in the field of turbulent natural convection. A better understanding of the local characteristic of the free convective phenomena should bring some additional refinement to building simulation or to the design of electronic components.
